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 1/8" = 1'-0" RENOVATE BUILDING 69

CGS/WCM KLC

1ST FLOOR LIGHTING PLAN

75 86

E-104
1/22/2014

ISSUED FOR BID
3627

1400 Black Horse Hill, Coatesville, PA

 1/8" = 1'-0"1 1ST FLOOR LIGHTING PLAN

1ST FLOOR LIGHTING PLAN NOTES:

1. ALL LIGHTING CONDUCTORS SHALL BE 2-12 AWG, 1-12 AWG EG IN 3/4" EMT
UNLESS NOTED OTHERWISE.

2. ALL EMERGENCY NIGHTLIGHTS (EM NL), EXIT SIGNS AND EXTERIOR
EMERGENCY EGRESS LIGHTING SHALL BE CIRCUITED FROM EMERGENCY
LIGHTING CIRCUIT '69EB'-2, AHEAD OF ANY SWITCHING.

3. ALL EMERGENCY LIGHTS (EM) SHALL HAVE BOTH NORMAL AND EMERGENCY
POWER. SEE DETAIL 3/E-501.

'69J'-##  - NORMAL POWER CIRCUIT
('69EB'-##) - EMERGENCY POWER CIRCUIT

4. SEE 1/E-102 FOR UNDERCABINET LIGHTING LOCATIONS.  COORDINATE ALL
LENGTHS AND MOUNTING WITH CABINETS AND ARCHITECTURAL DRAWINGS.

5. ALL EXTERIOR LIGHTING SHALL BE CONTROLED BY PHOTOCELL.

6. ALL EXISTING EXTERIOR LIGHTING AND CONTROLS TO REMAIN.

7. ALL EXTERIOR EMERGENCY LIGHTS (EM) SHALL HAVE BOTH NORMAL AND
EMERGENCY POWER. SEE DETAIL 3/E-501.

'69J'-##  - NORMAL POWER CIRCUIT
('69EB'-##) - EMERGENCY POWER CIRCUIT

8. SEE E-001 FOR DEDUCT ALTERNATES.

KEY NOTE

1 LIGHTING FOR SOUND BOOTHS INTEGRAL TO SOUND BOOTH
EQUIPMENT.  COORDINATE WITH MANUFACTURER.

2 RELOCATE LIGHT SWITCH TO COORDINATE WITH NEW DOOR SWING.
TIE TO EXISTING LIGHT FIXURES AND CIRCUIT.

3 EXISTING LIGHTING TO REMAIN.
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